As a new type of generator, an asynchronized high-voltage generator has the characteristics of an asynchronous generator and high voltage generator. The effect of the loss of an excitation fault for an asynchronized high-voltage generator and its fault diagnosis technique are still in the research stage. Firstly, a finite element model of the asynchronized high-voltage generator considering the field-circuit-movement coupling is established. Secondly, the three phase short-circuit loss of excitation fault, three phase open-circuit loss of excitation fault, and three phase short-circuit fault on the stator side are analyzed by the simulation method that is applied abroad at present. The fault phenomenon under the stator three phase short-circuit fault is similar to that under the three phase short-circuit loss of excitation. Then, a symmetrical loss of the excitation fault diagnosis system based on wavelet packet analysis and the Back Propagation neural network (BP neural network) is established. At last, we confirm that this system can eliminate the interference of the stator three phase short-circuit fault, accurately diagnose the symmetrical loss of the excitation fault, and judge the type of symmetrical loss of the excitation fault. It saves time to find the fault cause and improves the stability of system operation.
Introduction
One of the most common faults in the excitation circuit of a generator is that they sometimes lose a part or all of the excitation suddenly. The most common causes of loss of excitation include: Failure of excitation power, failure of excitation winding, accidental tripping of the field breaker, failure of auto-excitation equipment, artificial omission, and so on. These lead to partial overheating of the generator, overcurrent in the system components, breakdown of the power system, and it might endanger the stable operation of the large generator. The asynchronized high-voltage generator is a new type of generator that has the advantages of both asynchronized synchronous generators and high-voltage generators (also called Powerformer). The Powerformer is a new type of generator whose stator winding adopts a high-voltage cross-linked polyethylene (XLPE) cable with a circular cross section. The extra-high-voltage generator can output the high voltage and connect directly to the power grid to completely replace the generators, the generator surge arresters, generator-side switches, busbar, and step-up transformers in any conventional power plant [1] . The asynchronized synchronous generators have the following advantages over the traditional generators: The active power, reactive
The Loss of Excitation Simulation Model for the Asynchronized High-Voltage Generator
The field-circuit-movement coupling method needs to solve the electromagnetic field equations, winding circuit equations, and mechanical equations of the generator simultaneously [20] . This method not only analyses the loss of excitation faults from a magnetic field and electrical quantity, but also simulates the actual running state of the generators. Since many tests of large generators cannot be done with a prototype, some scholars use finite element analysis methods or circuit analysis methods to simulate the generators. The large generator mentioned in this paper cannot do a loss of excitation test on the grid-connected mode, so the field-circuit-movement coupling method is more suitable for the analysis of the asynchronized high-voltage generator. We establish the finite element model and external circuit of the asynchronized high-voltage generator in the following section. 
Finite Element Model
To facilitate the calculations and save the computing time, this paper establishes a 1/4 finite element model of the asynchronized high-voltage generator according to the generator parameters in Table 1 , which is shown in Figure 1 . 
External Circuit Model
The stator windings of the asynchronized high-voltage generator are star-connected and their equivalent grid-connected circuit is shown in Figure 2 . 
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External Circuit Model
The stator windings of the asynchronized high-voltage generator are star-connected and their equivalent grid-connected circuit is shown in Figure 2 . In Figure 2 , e A , e B , and e C are the stator induced electromotive forces of each phase; u A , u B , and u C are the stator voltages of each phase; R A , R B , and R C are the stator resistances of each phase; and L A , L B , and L C are the stator winding inductances of each phase. The circuit equations of the stator winding can be obtained from Figure 2 :
In Equation (1), the phase winding induced electromotive force can be expressed by the vector magnetic potential as shown in Equation (2):
where N S is the number of turns per slot winding (or the number of turns of excitation winding); S is the total area of the conductive area of the outflow or inflow end of a phase current (or excitation current), such as A or X; N is the sum of the units that flow into and out the conductive area of a phase winding; L eff is the axial effective length of the motor. When the unit is located in the conductive area of A, B, and C, such as the current inflow terminal of the winding, p = 1; otherwise, p = −1.
The equivalent circuit of rotor winding for the asynchronized high-voltage generator from a normal operation state to the loss of excitation fault is shown in Figure 3 . In Figure 2 , eA, eB, and eC are the stator induced electromotive forces of each phase; uA, uB, and uC are the stator voltages of each phase; RA, RB, and RC are the stator resistances of each phase; and LA, LB, and LC are the stator winding inductances of each phase. The circuit equations of the stator winding can be obtained from Figure 2 :
where NS is the number of turns per slot winding (or the number of turns of excitation winding); S is the total area of the conductive area of the outflow or inflow end of a phase current (or excitation current), such as A or X; N is the sum of the units that flow into and out the conductive area of a phase winding; Leff is the axial effective length of the motor. When the unit is located in the conductive area of A, B, and C, such as the current inflow terminal of the winding, p = 1; otherwise, p = −1.
The equivalent circuit of rotor winding for the asynchronized high-voltage generator from a normal operation state to the loss of excitation fault is shown in Figure 3 . In Figure 3 , ea, eb, and ec are the rotor induced electromotive forces of each phase. ua, ub, and uc are the rotor voltages of each phase. Ra, Rb, and Rc are the rotor resistances of each phase. La, Lb, and Lc are the rotor winding inductances of each phase. R1 and R2 are short-circuit resistances. When the switches, K1, K2, and K3, are closed, and K4, K5, K6, and K7 are open, the generator runs normally; when the switches, K1, K2, and K3, are open and K4, K5, K6, and K7 are closed, the generator is under the three phase short-circuit loss of excitation; when all the switches are open, the generator is under the three phases open-circuit loss of excitation.
According to Figure 3 , the circuit equations of the rotor winding are:
The circuit matrix equation is listed according to the equivalent circuit as shown in Equation (4): In Figure 3 , e a , e b , and e c are the rotor induced electromotive forces of each phase. u a , u b , and u c are the rotor voltages of each phase. R a , R b , and R c are the rotor resistances of each phase. L a , L b , and L c are the rotor winding inductances of each phase. R 1 and R 2 are short-circuit resistances. When the switches, K 1 , K 2 , and K 3 , are closed, and K 4 , K 5 , K 6 , and K 7 are open, the generator runs normally; when the switches, K 1 , K 2 , and K 3 , are open and K 4 , K 5 , K 6 , and K 7 are closed, the generator is under the three phase short-circuit loss of excitation; when all the switches are open, the generator is under the three phases open-circuit loss of excitation.
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The circuit matrix equation is listed according to the equivalent circuit as shown in Equation (4):
where k 1 , k 2 , and k 3 are used to control the degree of loss of excitation; when k 1 = k 2 = k 3 = −1, the generator is under three phase short-circuit loss of excitation and when k 1 = k 2 = k 3 = ∞, it is under the three phase open-circuit loss of excitation. Here, k is controlled by the switch in Figure 3 . U f and I f are column vectors composed of three-phase voltage and the current of the rotor, respectively; N, R r , and L r are the corresponding coefficient matrix of the rotor. By combining Equations (2) and (4), the coupling equations of the field circuit of the asynchronized high-voltage generator can be obtained as follows:
The system of the asynchronized high-voltage generator is shown in Figure 4 .
where k1, k2, and k3 are used to control the degree of loss of excitation; when k1 = k2 = k3 = −1, the generator is under three phase short-circuit loss of excitation and when k1 = k2 = k3 = ∞, it is under
the three phase open-circuit loss of excitation. Here, k is controlled by the switch in Figure 3 . Uf and If are column vectors composed of three-phase voltage and the current of the rotor, respectively; N, Rr, and Lr are the corresponding coefficient matrix of the rotor. By combining Equations (2) and (4), the coupling equations of the field circuit of the asynchronized high-voltage generator can be obtained as follows:
The Field-Circuit-Movement Coupling Simulation Model
The system of the asynchronized high-voltage generator is shown in Figure 4 . In Figure 4 , the stator of the asynchronized high-voltage generator can be directly connected to the power grid, which matches its voltage. The phase, frequency, and amplitude of the rotor can be adjusted by the frequency converter, which is connected with the rotor. In addition, the generator requires a prime mover to drive the rotor to rotate.
Based on Sections 2.1 and 2.2, and Figure 4 , a field-circuit-movement coupling simulation model for the loss of excitation faults is established, which is shown in Figure 5 .
In Figure 5 , the finite element model is added in an external circuit to form a field-circuit-movement coupling simulation model. The prime mover is simulated by adjusting the parameters of the component. The stator side of the generator is connected in parallel with the infinite power system, the rotor side provides excitation through a voltage source, and the switch is controlled by the step function. In Figure 4 , the stator of the asynchronized high-voltage generator can be directly connected to the power grid, which matches its voltage. The phase, frequency, and amplitude of the rotor can be adjusted by the frequency converter, which is connected with the rotor. In addition, the generator requires a prime mover to drive the rotor to rotate.
In Figure 5 , the finite element model is added in an external circuit to form a field-circuit-movement coupling simulation model. The prime mover is simulated by adjusting the parameters of the component. The stator side of the generator is connected in parallel with the infinite power system, the rotor side provides excitation through a voltage source, and the switch is controlled by the step function. 
Model Verification
The above asynchronized high-voltage generator prototype is used for testing. The above simulation model is correctness by test results. The basic parameters of the test prototype are shown in Table 1 . In the test process, the asynchronized high-voltage generator is rated operation, and then the three phase short circuit is conducted on its excitation winding. The test platform is shown in Figure 6 . Test results are shown in Figure 7 as (b) and (d), and the fault occurs at 0.2 s. Simulation analysis process was conducted according to the same conditions, and the fault occurs at 0.5 s. The simulation results are shown in Figure 7 as (a) and (c). 
The above asynchronized high-voltage generator prototype is used for testing. The above simulation model is correctness by test results. The basic parameters of the test prototype are shown in Table 1 . In the test process, the asynchronized high-voltage generator is rated operation, and then the three phase short circuit is conducted on its excitation winding. The test platform is shown in Figure 6 . Test results are shown in Figure 7 as (b) and (d), and the fault occurs at 0.2 s. Simulation analysis process was conducted according to the same conditions, and the fault occurs at 0.5 s. The simulation results are shown in Figure 7 as (a) and (c). Figure 6 . Experiment of the asynchronized high-voltage generator for a loss of excitation. When the generator is running in a sub-synchronous state (s = 0.08), the stator current and harmonic analysis under the three phase short-circuit loss of excitation is shown in Figure 7 . The currents after a loss of excitation increase first in Figure 7a ,b, and then decrease. They increase finally and the maximum impact current reaches about 1.2 times of the rated current. In Figure 7c , it can be seen that 5 and 7 harmonics of stator current increase after loss of excitation, while the other harmonics increase less. Using the dynamic simulation laboratory test platform, the generator is used to conduct the loss of excitation fault test, and the stator current obtained from the test is analyzed harmonically. The stator current after a loss of excitation is increased at first, decreases then increases, and the maximum impact current has increased 1.2 times from the rate current. In Figure 7c , it can be seen that 5 and 7 harmonics of stator current has increased after a loss of excitation, while the other harmonics has increased less. The results of the experimental analysis are shown in Figure 7d . It can be seen that the increase of 5 and 7 harmonics after a loss of excitation is smaller, which is consistent with the simulation results. The correctness of the fault simulation model is verified. Therefore, the simulation model can be used to analyze the running state of the asynchronized high-voltage generator.
Analysis of Simulation Results for the Asynchronized High-Voltage Generator
In this paper, we perform the simulations of the three phase short-circuit loss of excitation, three phase open-circuit loss of excitation, and stator three phase short-circuit fault for the asynchronized high-voltage generator in synchronous (s = 0), oversynchronous (s < 0) and subsynchronous (0 < s < 1) operation states. The generator is connected in parallel with the infinite power system and has entered a stable rated operation state before it fails. The fault occurs at 0.5 s. We will take the generator in the subsynchronous operation state as an example for analysis below. When the generator is running in a sub-synchronous state (s = 0.08), the stator current and harmonic analysis under the three phase short-circuit loss of excitation is shown in Figure 7 . The currents after a loss of excitation increase first in Figure 7a ,b, and then decrease. They increase finally and the maximum impact current reaches about 1.2 times of the rated current. In Figure 7c , it can be seen that 5 and 7 harmonics of stator current increase after loss of excitation, while the other harmonics increase less. Using the dynamic simulation laboratory test platform, the generator is used to conduct the loss of excitation fault test, and the stator current obtained from the test is analyzed harmonically. The stator current after a loss of excitation is increased at first, decreases then increases, and the maximum impact current has increased 1.2 times from the rate current. In Figure 7c , it can be seen that 5 and 7 harmonics of stator current has increased after a loss of excitation, while the other harmonics has increased less. The results of the experimental analysis are shown in Figure 7d . It can be seen that the increase of 5 and 7 harmonics after a loss of excitation is smaller, which is consistent with the simulation results. The correctness of the fault simulation model is verified. Therefore, the simulation model can be used to analyze the running state of the asynchronized high-voltage generator.
In this paper, we perform the simulations of the three phase short-circuit loss of excitation, three phase open-circuit loss of excitation, and stator three phase short-circuit fault for the asynchronized high-voltage generator in synchronous (s = 0), oversynchronous (s < 0) and subsynchronous (0 < s < 1) operation states. The generator is connected in parallel with the infinite power system and has entered Energies 2018, 11, 3054 8 of 18 a stable rated operation state before it fails. The fault occurs at 0.5 s. We will take the generator in the subsynchronous operation state as an example for analysis below.
Analysis of Symmetrical Loss of Excitation Simulation Results

Analysis of Magnetic Field under the Three Phase Short-Circuit Loss of Excitation
The distribution of the magnetic field for the asynchronized high-voltage generator can be obtained by the field-circuit-movement coupling finite element analysis method. Figure 8a ,b show the distributions of the magnetic field under one pole of the generator with a rated load in normal operation and the three phase short-circuit loss of excitation, respectively. 
Analysis of Symmetrical Loss of Excitation Simulation Results
Analysis of Magnetic Field under the Three Phase Short-Circuit Loss of Excitation
The distribution of the magnetic field for the asynchronized high-voltage generator can be obtained by the field-circuit-movement coupling finite element analysis method. Figure 8a ,b show the distributions of the magnetic field under one pole of the generator with a rated load in normal operation and the three phase short-circuit loss of excitation, respectively. It can be seen from Figure 8 that when the generator is in normal operation, the magnetic field is distributed evenly, and the highest magnetic field is about 1.8 T, which meets the design requirement of the generator. When the generator is under the three phases short-circuit loss of excitation, the magnetic field established by the excitation winding is weakened significantly. However, the stator is connected in parallel with the infinite power system and the generator absorbs energy from the system to supplement the weakened magnetic field, which increases the local magnetic field, so the highest magnetic field is about 0.2 T higher than that in normal operation.
Analysis of Electrical Quantities under Three Phase Short-Circuit Loss of Excitation
At the moment of the asynchronized high-voltage generator under the three phase loss of excitation in the subsynchronous operation state, the rotor speed is less than the synchronous speed, so the stator windings absorb energy from the infinite power system to increase the current. Then, the generator generates a driving torque that increases the speed further. The asynchronous torque will not change from the driving property to the braking property until the slip rate changes from positive to negative, so the stator current initially increases to 1.5 times of the rated current and then decreases and increases again. Finally, the generator will enter a stable asynchronous operation state and the stator current will fluctuate around 1.2 times of the rated current. The waveform of the stator current is shown in Figure 9a . The stator induced voltage after a loss of excitation decreases slightly, but its change is not obvious because the generator is connected in parallel with the infinite power system, making it consistent with the grid voltage. The waveform of the stator induced voltage is shown in Figure 9b .
The rotor current of the asynchronized high-voltage generator before loss of excitation in the subsynchronous state is an alternating current (AC). At the moment of the three phase short-circuit loss of excitation, the rotor current has a sharp increase, and then the induced current appears in the excitation circuit because the stator is still connected in parallel with the infinite power system. The frequency of the rotor current also changes after the fault. The waveform of the rotor current is shown in Figure 9c . It can be seen from Figure 8 that when the generator is in normal operation, the magnetic field is distributed evenly, and the highest magnetic field is about 1.8 T, which meets the design requirement of the generator. When the generator is under the three phases short-circuit loss of excitation, the magnetic field established by the excitation winding is weakened significantly. However, the stator is connected in parallel with the infinite power system and the generator absorbs energy from the system to supplement the weakened magnetic field, which increases the local magnetic field, so the highest magnetic field is about 0.2 T higher than that in normal operation.
The rotor current of the asynchronized high-voltage generator before loss of excitation in the subsynchronous state is an alternating current (AC). At the moment of the three phase short-circuit loss of excitation, the rotor current has a sharp increase, and then the induced current appears in the excitation circuit because the stator is still connected in parallel with the infinite power system. The frequency of the rotor current also changes after the fault. The waveform of the rotor current is shown in Figure 9c . In this paper, the three phase short-circuit loss of excitation fault at different slip rates are simulated. As shown in Figure 10 , it is proved that the maximum increase multiple of stator current at the moment of loss of excitation becomes larger with the increase in the absolute value of slip rate, s. However, when the generator enters the stable asynchronous operation state after the loss of excitation, the increase multiple tends to be consistent, which is 1.2 times. In this paper, the three phase short-circuit loss of excitation fault at different slip rates are simulated. As shown in Figure 10 , it is proved that the maximum increase multiple of stator current at the moment of loss of excitation becomes larger with the increase in the absolute value of slip rate, s. However, when the generator enters the stable asynchronous operation state after the loss of excitation, the increase multiple tends to be consistent, which is 1.2 times. In this paper, the three phase short-circuit loss of excitation fault at different slip rates are simulated. As shown in Figure 10 , it is proved that the maximum increase multiple of stator current at the moment of loss of excitation becomes larger with the increase in the absolute value of slip rate, s. However, when the generator enters the stable asynchronous operation state after the loss of excitation, the increase multiple tends to be consistent, which is 1.2 times. 
Analysis of Loss of Excitation Electrical Quantities under Three Phase Open-Circuit
In order to determine the type of the loss of excitation fault, this paper simulates the three phase open-circuit loss of excitation fault, extracts the stator and rotor electrical quantities, and provides a powerful basis for fault diagnosis.
At the time of the three phase open-circuit loss of excitation, the rotor current becomes zero. As the rotor excitation disappears, the stator current and the stator voltage also decrease accordingly. However, the change of the stator voltage is not obvious because the stator is still connected in parallel with the infinite power system. The waveforms of the stator current, the stator induced voltage, and the rotor current are shown in Figure 11 .
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The waveform of the stator current is shown in Figure 12a . At the moment of the three phase short-circuit fault on the stator side, the stator current momentarily increases to about 10 times. Additionally, then, the stator appears an induced current because the rotor still has the excitation function. As shown in Figure 12b , the stator voltage momentarily drops to around zero. The rotor current suddenly increases to about 12 times after the loss of excitation fault. Then, the rotor current decreases. At the same time, the frequency and current amplitude return to be consistent with them in the rated operation state. The waveform of the rotor current is shown in Figure 12c .
Energies 2018, 11, x FOR PEER REVIEW 11 of 18 decreases. At the same time, the frequency and current amplitude return to be consistent with them in the rated operation state. The waveform of the rotor current is shown in Figure 12c . By the comparison of the simulation waveforms of the stator current under the stator three phase short-circuit fault and the three phases short-circuit loss of excitation, we can find that the stator current of both faults suddenly increases and then decreases. The maximum increase multiple of the stator current increases to about eight to 11 times after the three phases short-circuit fault on the stator side. The maximum increase multiple of the stator current is up to five times after the three phase short-circuit loss of excitation when the slip rate is 0.2, and the study in Section 3.1.2 shows that the maximum increase multiple of the stator current rises with the increase in the absolute value of the slip rate. Therefore, it is necessary to adopt an effective fault diagnosis technique to distinguish the three phases short-circuit loss of excitation fault and three phases short-circuit fault on the stator side, which lays the foundation for the protection of the asynchronized high-voltage generator and system.
Symmetrical Loss of Excitation Fault Diagnosis System Based on Wavelet Packet and BP Neural Network
The Composition of the Fault Diagnosis System
This paper establishes a symmetrical loss of excitation fault diagnosis system based on the wavelet packet and BP neural network. The diagram of the system structure is shown in Figure 13 By the comparison of the simulation waveforms of the stator current under the stator three phase short-circuit fault and the three phases short-circuit loss of excitation, we can find that the stator current of both faults suddenly increases and then decreases. The maximum increase multiple of the stator current increases to about eight to 11 times after the three phases short-circuit fault on the stator side. The maximum increase multiple of the stator current is up to five times after the three phase short-circuit loss of excitation when the slip rate is 0.2, and the study in Section 3.1.2 shows that the maximum increase multiple of the stator current rises with the increase in the absolute value of the slip rate. Therefore, it is necessary to adopt an effective fault diagnosis technique to distinguish the three phases short-circuit loss of excitation fault and three phases short-circuit fault on the stator side, which lays the foundation for the protection of the asynchronized high-voltage generator and system.
Symmetrical Loss of Excitation Fault Diagnosis System Based on Wavelet Packet and BP Neural Network
The Composition of the Fault Diagnosis System
This paper establishes a symmetrical loss of excitation fault diagnosis system based on the wavelet packet and BP neural network. The diagram of the system structure is shown in Figure 13 , which includes the transformer module, data processing module, fault diagnosis module, and interface module.
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(1) The transformer module is applied to acquire the stator current signal, stator voltage signal, and rotor current signal of the asynchronized high-voltage generator. The collected signals include: The signal when the generator is in the normal operation state, the signal when the generator is under the three phase short-circuit loss of excitation fault, the signal when the generator is under the three phase open-circuit loss of excitation fault, and the signal when the generator is under the three phase short-circuit fault on the stator side. (2) The outputs of the transformer module act as the inputs to the data processing module. The data processing module applies the wavelet packet analysis method to obtain the energy eigenvector of each frequency band for the rotor voltage signal, the stator voltage signal, and the stator current signal. (3) The outputs of the data processing module act as the inputs to the fault diagnosis module. The fault diagnosis module comprises a neural network, W1; a neural network, W2; a neural network, W3; and a logical operation unit. Firstly, the energy eigenvector of the stator current signal extracted by the wavelet packet analysis is used as an input vector of the neural network, W1. Then, we obtain the fault state, G1, through neural network training. Similarly, we obtain the fault state, G2, and fault state, G3, through the stator voltage and rotor current signal, respectively. Last, the fault states, G1, G2, and G3, are used as the inputs of the logical unit, which outputs the fault state, G. (4) The interface module is configured to display the fault state obtained by the fault diagnosis module.
The Wavelet Packet Analysis
The steps of wavelet packet analysis are, as following:
1. The fourth-order wavelet of the Daubenchies wavelet series is used to perform three-layer wavelet packet decomposition on the sample signal, which have good localization in both time and frequency domains. The decomposition structure is shown in Figure 14 . S is the total reconstructed signal, A represents a low frequency, D represents a high frequency, and the serial number at the end represents the number of wavelet packet decomposition layers. The functions of each module in the symmetrical loss of excitation fault diagnosis system will be described separately below:
(1) The transformer module is applied to acquire the stator current signal, stator voltage signal, and rotor current signal of the asynchronized high-voltage generator. The collected signals include: The signal when the generator is in the normal operation state, the signal when the generator is under the three phase short-circuit loss of excitation fault, the signal when the generator is under the three phase open-circuit loss of excitation fault, and the signal when the generator is under the three phase short-circuit fault on the stator side. (2) The outputs of the transformer module act as the inputs to the data processing module. The data processing module applies the wavelet packet analysis method to obtain the energy eigenvector of each frequency band for the rotor voltage signal, the stator voltage signal, and the stator current signal. (3) The outputs of the data processing module act as the inputs to the fault diagnosis module.
The fault diagnosis module comprises a neural network, W1; a neural network, W2; a neural network, W3; and a logical operation unit. Firstly, the energy eigenvector of the stator current signal extracted by the wavelet packet analysis is used as an input vector of the neural network, W1. Then, we obtain the fault state, G1, through neural network training. Similarly, we obtain the fault state, G2, and fault state, G3, through the stator voltage and rotor current signal, respectively. Last, the fault states, G1, G2, and G3, are used as the inputs of the logical unit, which outputs the fault state, G. (4) The interface module is configured to display the fault state obtained by the fault diagnosis module.
1.
The fourth-order wavelet of the Daubenchies wavelet series is used to perform three-layer wavelet packet decomposition on the sample signal, which have good localization in both time and frequency domains. The decomposition structure is shown in Figure 14 . S is the total reconstructed signal, A represents a low frequency, D represents a high frequency, and the serial number at the end represents the number of wavelet packet decomposition layers.
Energies 2. Reconstruct the decomposition coefficients of wavelet packets in each layer. The decomposition relationship is S = AAA3 + DAA3 + ADA3 + DDA3 + AAD3 + DAD3 + ADD3 + DDD3.
3. Suppose the corresponding energy of Si is Ei′. The total energy of each sub-band signal is:
In Equation (3): xi,k is the magnitude of the discrete point for the reconstructed signal, Si; i = 0, 1, 2, …, 7; k = 1, 2, …, n; n is the number of the signal sampling points.
4. When the energy is high, Ei′ is usually a large number and the calculation will be complicated, so the energy value needs to be normalized, that is:
The normalized energy value is used as the element of the eigenvector, and the energy eigenvector is constructed as: 1  2  3  4  5  6  7 , , , , , , ,
The BP Neural Network
According to the Kolmogorov theorem, the three-layer BP neural network is adopted, which includes an input layer, hidden layer, and output layer. The number of neuron nodes in the input layer n is 8, which is the number of energy eigenvector obtained through wavelet packet analysis; the number of neuron nodes in the output layer m is 3; the number of neuron nodes in the hidden layer, h, satisfies the formula: h n m a ≥ + + , where a is an adjustment constant whose range is from 1 to 10.
Therefore, h is in the range of 5 to 14. According to the actual condition, the value is 14 in this paper. The hidden layer neurons select the S-type tangent function as the activation function, and the output layer neurons select the S-type logarithmic function as the activation function. Based on experience, the maximum number of training is 1000, the target error is 0.001, and the learning rate is 0.1. The effective fault symptom vectors are obtained by wavelet packet analysis in the signals of the stator current and voltage and the rotor current, respectively. The fault symptom vector was used as input of the neural network, and we selected the stator current, stator voltage, and rotor current as training samples. The Levenberg-marquardt algorithm was used for neural training. The 
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Reconstruct the decomposition coefficients of wavelet packets in each layer. The decomposition relationship is S = AAA3 + DAA3 + ADA3 + DDA3 + AAD3 + DAD3 + ADD3 + DDD3.
3.
Suppose the corresponding energy of S i is E i . The total energy of each sub-band signal is:
In Equation (3): x i,k is the magnitude of the discrete point for the reconstructed signal, S i ; i = 0, 1, 2, . . . , 7; k = 1, 2, . . . , n; n is the number of the signal sampling points.
4.
When the energy is high, E i is usually a large number and the calculation will be complicated, so the energy value needs to be normalized, that is:
The normalized energy value is used as the element of the eigenvector, and the energy eigenvector is constructed as:
The BP Neural Network
According to the Kolmogorov theorem, the three-layer BP neural network is adopted, which includes an input layer, hidden layer, and output layer. The number of neuron nodes in the input layer n is 8, which is the number of energy eigenvector obtained through wavelet packet analysis; the number of neuron nodes in the output layer m is 3; the number of neuron nodes in the hidden layer, h, satisfies the formula: h ≥ √ n + m + a, where a is an adjustment constant whose range is from 1 to 10. Therefore, h is in the range of 5 to 14. According to the actual condition, the value is 14 in this paper. The hidden layer neurons select the S-type tangent function as the activation function, and the output layer neurons select the S-type logarithmic function as the activation function. Based on experience, the maximum number of training is 1000, the target error is 0.001, and the learning rate is 0.1.
The effective fault symptom vectors are obtained by wavelet packet analysis in the signals of the stator current and voltage and the rotor current, respectively. The fault symptom vector was used as input of the neural network, and we selected the stator current, stator voltage, and rotor current as training samples. The Levenberg-marquardt algorithm was used for neural training. The Levenberg-Marquardt (L-M) algorithm is actually a combination of the gradient descent method and the Newton method, which can improve the learning efficiency. The training process is divided into two stages. In the first stage (forward propagation process), the given input information is processed by the hidden layer through the input layer, and the actual output value of each unit is calculated; in the second stage (back propagation process), if the desired output value is not obtained at the output end, the difference between the actual output and the expected output (that is, the error) is calculated recursively layer by layer. According to the error adjustment weight, the control error is within the allowable range, and three fault states, G1, G2, and G3, are the output. The neural network training is completed. The weights obtained from training are stored in the corresponding database. Then, we selected some test samples, and only the forward transmission of signals was found during the test. The connection weight in the BP neural network is no longer changed until the output fault state, G1, G2, and G3.The neural network has been tested. Finally, the fault state, G1, G2, and G3, are input to the logical operation unit.
The Logical Unit
The logical unit includes AND gates, L1, L2, L3, L4, L5, and L6, and the OR gate L7. The structure diagram of the logical unit is shown in Figure 15 . The signals, G1 and G2, pass through the AND gate, L1. If the signals, G1 and G2, are the same, the AND gate, L1, outputs 1; if the signals, G1 and G2, are different, L1 outputs 0. The output of L1 and the signal, G1, pass through the AND gate, L4, when signal L1 is 0, the output of L4 is also 0; when L1 is 1, the output of L4 is signal, G1. Together with the outputs of gates, L4, L5, and L6, they are used as the inputs of OR gate, L7, if there are two or more fault states are consistent, the fault state, G, outputs the fault state; if the three fault states are different from each other, the fault state, G, output is 0. The fault state output of 0 indicates that the algorithm is not ideal, or the fault is out of range of the fault diagnosis, the system will output all fault states to the technician for analysis. Levenberg-Marquardt (L-M) algorithm is actually a combination of the gradient descent method and the Newton method, which can improve the learning efficiency. The training process is divided into two stages. In the first stage (forward propagation process), the given input information is processed by the hidden layer through the input layer, and the actual output value of each unit is calculated; in the second stage (back propagation process), if the desired output value is not obtained at the output end, the difference between the actual output and the expected output (that is, the error) is calculated recursively layer by layer. According to the error adjustment weight, the control error is within the allowable range, and three fault states, G1, G2, and G3, are the output. The neural network training is completed. The weights obtained from training are stored in the corresponding database. Then, we selected some test samples, and only the forward transmission of signals was found during the test. The connection weight in the BP neural network is no longer changed until the output fault state, G1, G2, and G3.The neural network has been tested. Finally, the fault state, G1, G2, and G3, are input to the logical operation unit.
The logical unit includes AND gates, L1, L2, L3, L4, L5, and L6, and the OR gate L7. The structure diagram of the logical unit is shown in Figure 15 . The signals, G1 and G2, pass through the AND gate, L1. If the signals, G1 and G2, are the same, the AND gate, L1, outputs 1; if the signals, G1 and G2, are different, L1 outputs 0. The output of L1 and the signal, G1, pass through the AND gate, L4, when signal L1 is 0, the output of L4 is also 0; when L1 is 1, the output of L4 is signal, G1. Together with the outputs of gates, L4, L5, and L6, they are used as the inputs of OR gate, L7, if there are two or more fault states are consistent, the fault state, G, outputs the fault state; if the three fault states are different from each other, the fault state, G, output is 0. The fault state output of 0 indicates that the algorithm is not ideal, or the fault is out of range of the fault diagnosis, the system will output all fault states to the technician for analysis. 
Analysis of Fault Diagnosis Results
This paper extracts the stator current signals from the generator in normal operation, three phase short-circuit loss of excitation fault, three phase open-circuit loss of excitation fault, and three phase short-circuit fault on the stator side. We select 15 groups as training samples and eight groups as test samples. The wavelet packet energy values of each sub-band after wavelet packet analysis are shown in Table 2 . In Table 2 , "normal" means the generator in the normal operation state; "Fault 1" means the generator under the three phase short-circuit loss of excitation; "Fault 2" means the generator under the three phase open-circuit loss of excitation; and "Fault 3" means the generator under the stator three phase short-circuit fault. 
This paper extracts the stator current signals from the generator in normal operation, three phase short-circuit loss of excitation fault, three phase open-circuit loss of excitation fault, and three phase short-circuit fault on the stator side. We select 15 groups as training samples and eight groups as test samples. The wavelet packet energy values of each sub-band after wavelet packet analysis are shown in Table 2 . In Table 2 , "normal" means the generator in the normal operation state; "Fault 1" means the generator under the three phase short-circuit loss of excitation; "Fault 2" means the generator under the three phase open-circuit loss of excitation; and "Fault 3" means the generator under the stator three phase short-circuit fault. Firstly, the energy eigenvector and the expected outputs of the training samples are input in Table 2 to a BP neural network program. After 10 network learnings, the training meets the error requirement. The error convergence curve is shown in Figure 16 . The abscissa is the number of learning, and the ordinate is the error sum of square. Then, the test samples are input to the fault diagnosis system. The method for processing the sample signal of the stator voltage and the rotor current is the same as the stator current. Last, the output results of the test sample and fault diagnosis are shown in Tables 3 and 4, Sample  E0  E1  E2  E3  E4  E5  E6 Firstly, the energy eigenvector and the expected outputs of the training samples are input in Table 2 to a BP neural network program. After 10 network learnings, the training meets the error requirement. The error convergence curve is shown in Figure 16 . The abscissa is the number of learning, and the ordinate is the error sum of square. Then, the test samples are input to the fault diagnosis system. The method for processing the sample signal of the stator voltage and the rotor current is the same as the stator current. Last, the output results of the test sample and fault diagnosis are shown in Tables 3 and 4 , respectively. In Table 3 , y m represents the output of the neural network, the expected output of "normal" is (1,1,1)(y 1 = 1; y 2 = 1; y 3 = 1); the expected output of "Fault 1" is (1,0,0); the expected output of "Fault 2" is (0,1,0); and the expected output of "Fault 3" is (0,0,1).
Training Sample
From the results in Tables 3 and 4 , it can be seen that the outputs of the fault state are accurate except the 22th group of the stator voltage sample. However, we still obtain an accurate fault diagnosis result after the logic unit. Compared with reference [24] [25] [26] , which adopts the method of wavelet transform and neural network, the error rate can be reduced from 1% to 0.0298% by the logical unit proposed in this paper. Therefore, we can conclude that the fault diagnosis system established in this paper has the advantages of a high fault tolerance rate and a high accuracy of fault diagnosis.
Conclusions
1.
The field-circuit-movement coupling finite element model is established for the asynchronized high-voltage generator, which is used for simulating three kinds of faults (three phase short-circuit loss of excitation fault, three phase open-circuit loss of excitation fault, and three phase short-circuit fault on the stator side). The analysis result is a basis data for the symmetrical loss of excitation fault diagnosis of asynchronized high-voltage generators. 2.
The stator current maximum increase multiple of the asynchronized high-voltage generator at the moment of loss of excitation is related to the slip rate in the stable operation state before loss of excitation. The maximum stator current will rise with an increase of the slip rate. 3.
For asynchronized high-voltage generators, the stator current has a sharp increase at the moment of the three phase short-circuit loss of excitation fault and three phase short-circuit fault on the stator side, so it is necessary to adopt an effective fault diagnosis technique to eliminate the interference of the three phase short-circuit fault on the stator side.
4.
The symmetrical loss of excitation fault diagnosis system is established for the asynchronized high-voltage generator and the logic unit is introduced based on wavelet packet analysis and BP neural network. It can be concluded that this system effectively confirmed the interference of the three phase short-circuit fault on the stator side, accurately diagnosing the type of loss of the excitation fault, and improving the accuracy of fault diagnosis results.
